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1 Introduction 
IES-VE is capable of modelling the Colorcoat Renew® solar collector, which is a form of flat plate 

Transpired Solar Collector (TSC).  TSCs are special building façades that comprise of a painted 

and perforated steel plate, a plenum cavity and an Air-Handling Unit (AHU).  As solar radiation is 

captured by the plate, it heats up and the AHU draws air through the perforations.  Heat 

transfer occurs between the plate and the incoming air and the heated air is passed into the 

building through mechanical ventilation. 

This document is a user guide for the IES-VE user that explains how to create a simple model, 

import the Colorcoat Renew® component, assign surfaces to a plenum, create or import a HVAC 

network and perform thermal simulations.  The guide will also include general hints for 

tweaking and customising the system to be modelled. 

This guide is aimed at users that have little to no experience using IES-VE.  Therefore the guide 

will also include some basic modelling methods that form prerequisites of setting up a 

Colorcoat Renew® solar collector.  A key part of setting up the system is the Colorcoat Renew® 

navigator, which is a workflow tool that itemises the steps that are described below and also 

includes short-cut links to specific menus of relevance.  This document will explain how 

Colorcoat Renew® solar collectors can be implemented without the navigator (where possible), 

but many of these steps will be replicated in the navigator.  Comments regarding the navigator 

can be found in section 3. 



 
 

2 A quick look at modelling in IES-VE 

2.1 Overview 
IES-VE is a software tool for the thermal modelling of buildings and infrastructure and comes 

under the umbrella of Building Information Management (BIM) software.  It is designed with a 

focus on compliance with regulations, energy and thermal diagnostics and user versatility.  The 

underlying model is based on the laws of physics, with occasional use of empirical results from 

the literature where relevant.  The philosophy behind this approach is that each model 

represents an experimental black-box that can be customised as much as possible to describe 

real buildings at a level of detail specified by the user.  For example, a user may be happy to 

make a quick model made up of a few cuboid-shaped rooms with default wall constructions and 

a simple idealistic heating system.  If more detail is required, a user may instead specify the 

exact geometries of each room including occupancy, lighting, insulation, central heating 

systems, ventilation, furniture, glazing, etc. 

The tools that allow these detailed specifications are split up into mini applications. The 

applications that will be required for modelling solar collectors are outlined below. 

¶ ModelIT ς main modelling tool for specifying building geometry. 

¶ Components ς interface for importing external objects 

¶ Apache ς main thermal modelling tool. 

¶ ApacheHVAC ς specification of HVAC networks and control systems. 

¶ VistaPro ς tool for querying output data. 

Other applications may be used; including TSCs in a model should not conflict with any other 

applications, such as Macroflo or Suncast.  A user planning to model typical operation of a TSC 

must have access to the ApacheHVAC application. 

The solar collector data is intended to be visualised with VistaPro and it is recommended that 

this tool be used be used to query thermal model results rather than Vista. 

2.2 The user-interface 
When IES-VE is started, the screen shown in Fig. 1 will be displayed.  In Fig. 1, each part of the 

screen is split into coloured rectangles that indicate the different panels.  These are outlined as 

follows: 

¶ Applications and navigators panel (red) ς the applications tab is used to select the 

current operating application and the navigators tab is used to browse and operate 

navigators, which are streamlined task-lists for particular aspects of BIM modelling.  

Clicking on the applications will change the contents of the viewport, the list browser 

and the application toolbar to display the functions relevant for that particular 

application.  See section 3 below for details about the Colorcoat Renew® navigator. 

¶ List browser (green) ς this is a list of all current rooms or components in the model, 

which can be organised and displayed in different groupings.  This is used to select 



 
 

specific rooms, surfaces or components to view and can also be used to set some 

properties. 

¶ Main toolbar (blue) ς the toolbar containing the main modelling functions that are 

often used in multiple applications.  This includes different viewing options and 

standard functions, such as those for opening and closing models. 

¶ Application toolbar (orange) ς the toolbar containing the functions specific for the 

currently selected application. 

¶ Viewport (yellow) ς main visual display. 

 

Fig. 1: Main IES-VE screen with coloured rectangles added to indicate the various parts of the user 

interface.  These parts are the applications and navigators panel (red), list browser (green), main toolbar 

(blue), application toolbar (orange) and viewport (yellow). 

2.3 Making a quick test model 
The first task is to specify a building geometry.  This is done using the ModelIT application, 

which is the default application open when IES-VE is started.  It can be selected in the 

applications tab. 

Rooms can be added using the draw functions on the application toolbar, which are shown in 

Fig. 2.  Hovering over the icons with the mouse for a short time will give a tool-tip that specifies 

the icon. 

 

Fig. 2: Draw functions displayed on the ModelIT application toolbar.  These are used to specify the building geometry.  

The draw functions are, from left-to-right: draw extruded shape, draw prism, draw pyramid, draw sphere, draw 

hemisphere and draw cylinder. 



 
 

Rooms can be created using any of these tools, so feel free to experiment.  However, in practise 

the most commonly used draw functions are the draw prism and draw extruded shape 

functions, since they can be used to create cuboid-shaped rooms, lobbies, porches, corridors, 

etc. which form the majority of room geometries in real buildings.  For our test purposes, a 

ǎƛƴƎƭŜ ǊƻƻƳ ŘǊŀǿƴ ǳǎƛƴƎ ǘƘŜ άŘǊŀǿ ǇǊƛǎƳέ ŦǳƴŎǘƛƻƴ όǎŜŎƻƴŘ ƛŎƻƴ ŦǊƻƳ ǘƘŜ ƭŜŦǘύ ǿƛƭƭ ǎǳŦŦƛŎŜΦ 

The room can be drawn by clicking and dragging the surface area of the room.  However, before 

this step is made, it is possible to change the name of the room, the plane and the height/depth 

of the room using the shape settings panel that pops up after clicking a drawing function item 

on the application toolbar.  These settings can be modified after the room is created using 

geometrical tools. 

The model can be visualised in a number of ways by using the views dropdown on the main 

toolbar, as shown in Fig. 3.  Switching to axonometric view will make it easy to see all surfaces 

of the room. 

 

Fig. 3: The views dropdown on the main toolbar shows various possible views for the current model.  The default is 

ΨǇƭŀƴΩΣ ōǳǘ ΨŀȄƻƴƻƳŜǘǊƛŎΩ ƛǎ ǳǎŜŦǳƭ ŦƻǊ ǾƛǎǳŀƭƛǎƛƴƎ ŀƭƭ ǎǳǊŦŀŎŜǎ ƻŦ ǘƘŜ ƳƻŘŜƭΦ 

If you created a single room using the draw prism function, you should have a model that looks 

reminiscent of that shown in Fig. 4.  The dimensions are important for the solar collector 

surface because the total surface area of the collector will dictate the flow rates needed by the 

fan in the solar collector system.  For now we will not worry about obtaining an exact size, but 

we can probe the surface area of an individual surface by clicking on it in the viewport or by 

selecting it in the list browser. 

!ƴ ƛƳǇƻǊǘŀƴǘ ŦŜŀǘǳǊŜ ƛǎ ǘƘŜ ƛŘŜŀ ƻŦ άǊƻƻƳ-ƭŜǾŜƭέ ŀƴŘ άǎǳǊŦŀŎŜ-ƭŜǾŜƭέ ǎŜƭŜŎǘƛƻƴǎΦ  ¢ƘŜǎŜ Ŏŀƴ ōŜ 

considered as different viewing modes allowing selection of rooms or individual surfaces.  To 

traverse between different selection levels, click the arrows on the main toolbar (shown in Fig. 

5).  Double-clicking on a room will also automatically traverse to the surface level.  These levels 

will also be traversed when clicking on rooms or surfaces in the list browser. 

Another important feature is the site rotation feature.  This icon is the third one from the right 

on the main toolbar (see Fig. 5).  The default site rotation is set to North, but the entire model 

can be pointed in a different direction using this icon.  This will be important since solar 

collector surfaces are typically installed on South-facing walls. 



 
 

hƴŎŜ ǘƘŜ ǊƻƻƳ ƛǎ ŎǊŜŀǘŜŘΣ ŎƭƛŎƪ ǘƘŜ άǎŀǾŜ ǇǊƻƧŜŎǘέ ƛŎƻƴ ƻƴ ǘƘŜ main toolbar.  You may also be 

prompted to save the project if you open a different application using the applications tab.  We 

will now import the TSC component into our session. 

 

Fig. 4: A typical one-room model created using the draw prism function in ModelIT and displayed in axonometric 

view. 

 

Fig. 5: Icons at the far right of the main toolbar.  These functions are, from left to right: move up one level, move 

down one level, object list, site rotation, model viewer and refresh display. 



 
 

3 The Colorcoat Renew® solar collectors navigator 
Navigators are a feature in the IES-VE to allow guidance on particular workflows for setting up 

particular systems.  They also include shortcuts to features that are unique to those systems. 

A Colorcoat Renew® solar collectors navigator can be found by accessing the Navigators panel 

ŀƴŘ ǎŜƭŜŎǘƛƴƎ άtŀǊǘƴŜǊǎ-> Colorcoat Renew® ǎƻƭŀǊ ŎƻƭƭŜŎǘƻǊǎέ ŦǊƻƳ ǘƘŜ ŘǊƻǇŘƻǿƴ ŀǘ ǘƘŜ ǘƻǇ ƻŦ 

the panel.  Fig. 6 shows the Colorcoat Renew® solar collectors panel. 

By selecting different options in the Navigator, shortcuts to particular parts of the IES-VE can be 

ŀŎŎŜǎǎŜŘΦ  CƻǊ ŜȄŀƳǇƭŜΣ ŎƭƛŎƪƛƴƎ ƻƴ άLƳǇƻǊǘ ǘƘŜ ǊŜǉǳƛǊŜŘ ǎȅǎǘŜƳǎ ŦǊƻƳ ƭƛōǊŀǊȅέ ǿƛƭƭ ƻǇŜƴ ǳǇ ǘƘŜ 

Import dialogue for Colorcoat Renew® solar collectors in the components module.  Using these 

shortcuts is a good way of making sure that all of the required steps for implementing Colorcoat 

Renew® solar collector systems are made and in the correct order.  Furthermore, this panel is 

used exclusively to assign additional surfaces to belong to a particular TSC plenum (see section 

5.3) and to import the Colorcoat Renew® HVAC systems from the library for use in Apache 

simulations (see section 7.4.3). 

Note that some of the options will be greyed out until check marks are made on the boxes on 

the right-hand side.  This is to help ensure that necessary previous steps are made before 

certain shortcuts are available.  In addition, notes can be added regarding each step by clicking 

the page icon by each entry. 

 

Fig 6: The Colorcoat Renew® solar collectors navigator.  The navigator contains information related to the TSC 

systems and features a step-by-step workflow to implement Colorcoat Renew® solar collector systems in the VE. 



 
 

4 Importing the Colorcoat Renew® component 
/ƭƛŎƪ ƻƴ ǘƘŜ ŀǇǇƭƛŎŀǘƛƻƴ ά/ƻƳǇƻƴŜƴǘǎέ ƛƴ ǘƘŜ ŀǇǇƭƛŎŀǘƛƻƴǎ ǘŀōΦ  !ƴ ŜȄƛǎǘƛƴƎ ŎƻƳǇƻƴŜƴǘ 

άwŀŘƛŀǘƻǊέ ǿƛƭƭ ŀƭǊŜŀŘȅ ōŜ ŘƛǎǇƭŀȅŜŘΦ  ¢ƻ ƛƳǇƻǊǘ ŀ ƴŜǿ ŎƻƳǇƻƴŜƴǘΣ ŜƛǘƘŜǊ ǎŜƭŜŎǘ ά!ŘŘ ŦǊƻƳ 

ƭƛōǊŀǊȅέ ǳƴŘŜǊ ǘƘŜ ƳŜƴǳ ƭŀōŜƭƭŜŘ ά/ƻƳǇƻƴŜƴǘǎέ ŀǘ ǘƘŜ ǘƻǇ-left corner of the screen or click the 

right-most icon in the list browser.  These buttons are shown in Fig. 7. 

 

Fig. 7: List-browser icons for common component operations.  These operations are, from left to right, create new 

component, copy current component, remove component and add component(s) from library. 

!ƭǘŜǊƴŀǘƛǾŜƭȅΣ ǎŜƭŜŎǘ ǘƘŜ ƻǇǘƛƻƴ άLƳǇƻǊǘ ǘƘŜ ǊŜǉǳƛǊŜŘ ǎȅǎǘŜƳǎ ŦǊƻƳ ƭƛōǊŀǊȅέ ƻǇǘƛƻƴ ƛƴ ǘƘŜ 

Colorcoat Renew® solar collectors navigator. 

Once this is clicked a new window will pop-up with the currently available components to add.  

This is shown in Fig. 8.  If it is not already selected, the Colorcoat Renew® solar collectors can be 

selected from the dropdown menu.  The four entries correspond to four different kinds of 

system (or variants). 

¢ƘŜ ŦƻǳǊ ǾŀǊƛŀƴǘǎ ŀǊŜ ŘŜǎŎǊƛōŜŘ ƛƴ ŘŜǘŀƛƭ ƛƴ ǘƘŜ άLƴŦƻǊƳŀǘƛƻƴέ ǘŀōΦ  9ŀŎƘ ǾŀǊƛŀƴǘ Ŏŀƴ ōŜ 

summarised as follows: 

¶ Variant A: TSC system with variable flow rate fan and controller 

¶ Variant B: TSC system with constant flow rate controller and recirculation 

¶ Variant C: client BMS driven TSC system with multiple operating modes 

¶ Variant D: TSC system with constant flow rate controller, recirculation and additional 

boost heating 

! ǎŎƘŜƳŀǘƛŎ ǊŜǇǊŜǎŜƴǘŀǘƛƻƴ ƻŦ ǘƘŜ ¢{/ ŎƻƳǇƻƴŜƴǘ ƛǎ ǎƘƻǿƴ ƛƴ ǘƘŜ άǇǊŜǾƛŜǿέ ǘŀōΣ ōǳǘ ǘƘŜ ƳƻŘŜƭ 

geometry will not be updated to contain this schematic, so it is mainly for visual display 

purposes only. 



 
 

 

Fig. 8: Add component(s) from library window.  The drop down in the top-left hand corner can be used to select the 

component to add.  Various information is then displayed for that particular component.  The component is then 

imported by clicking the tick-box on the left-ƘŀƴŘ ƭƛǎǘ ŀƴŘ ŎƭƛŎƪƛƴƎ άLƳǇƻǊǘ /ƘŜŎƪŜŘ /ƻƳǇƻƴŜƴǘǎέΦ  ¦ǇŘŀǘŜǎ ǘƻ ǘƘŜ 

build may include additional options in this dialogue, associated with control network variants or more up-to-date 

information in the right-hand panel. 

LŦ ǘƘŜ ŎƻƳǇƻƴŜƴǘ Ƙŀǎ ōŜŜƴ ƛƳǇƻǊǘŜŘΣ ǘƘŜ ƭƛǎǘ ōǊƻǿǎŜǊ ǿƛƭƭ ƘŀǾŜ ŀƴ ŀŘŘƛǘƛƻƴŀƭ ƻǇǘƛƻƴ ά¢ŀǘŀ 

{ǘŜŜƭέ ǿƘƛŎƘ Ŏƻƴǘŀƛƴǎ ŀƴ ƛǘŜƳ ά/ƻƭƻǊŎƻŀǘ wŜƴŜǿϯέΦ  bƻǿ ǿŜ Ŏŀƴ ƳƻǾŜ ƻƴǘƻ ǘƘŜ ƴŜȄǘ ǎǘŜǇΣ 

which is to assign surfaces of the model to belong to TSC plenums.  The component library will 

need to be saved before traversing back to the ModelIT application (or can be saved at a 

prompt when switching applications). 



 
 

5 Plenums 

5.1 Colorcoat Renew® Mode 
After importing the Colorcoat Renew® component, the list browser (in the application ModelIT) 

will now contaƛƴ ŀƴ ŜȄǘǊŀ ƻǇǘƛƻƴ άColorcoat Renew® solar collectorsέΦ  {ŜƭŜŎǘƛƴƎ ǘƘƛǎ ǿƛƭƭ Ǉǳǘ ǘƘŜ 

ƳƻŘŜƭ ƛƴǘƻ ŀ άColorcoat Renew® ƳƻŘŜέ ǘƘŀǘ ŀƭƭƻǿǎ ŀǎǎƛƎƴƳŜƴǘ ƻŦ Colorcoat Renew® systems 

to the model.  For each system, a plenum is created. 

A plenum is a unique entity in ModelIT that represents the cavity behind the collector plate and, 

together with the plenum cavity layer in the construction (see section 6.3), triggers the Apache 

thermal simulation to take into account the physics associated with heat exchange in the 

plenum cavity.  Each Colorcoat Renew® system has a single plenum, which has one or more 

surfaces assigned to it; TSCs are typically installed on exterior surfaces, so it is common for 

plenum cavities to extend across the external walls of several rooms. 

In Colorcoat Renew® mode TSCs will be displayed, but none have yet been assigned to the 

ƳƻŘŜƭΦ  ! ƭƛǎǘ ƻŦ ǊƻƻƳǎ ǿƛǘƘ ŀǎǎƛƎƴŜŘ ¢{/ǎ όŀƴŘ ŀ ƭƛǎǘ ƻŦ ǊƻƻƳǎ ǘƘŀǘ ƘŀǾŜƴΩǘ ōŜŜƴ ŀǎǎƛƎƴŜŘύ Ŏŀƴ 

be found in the list browser. 

5.2 Assigning a Colorcoat Renew® system to the model 
To assign a room to contain a Colorcoat Renew® TSC system, click a room that you would like to 

contain the air inlet and then click the second icon from the left in the list-ōǊƻǿǎŜǊ ōŀǊ ά!ǎǎƛƎƴ 

ǎŜƭŜŎǘŜŘ ǊƻƻƳǎ ǘƻ ǊƻƻƳ ƎǊƻǳǇǎέΦ  ¢Ƙƛǎ ƭƛǎǘ ōǊƻǿǎŜǊ ŦƻǊ Colorcoat Renew® mode is shown in Fig. 

9.  Any rooms that have not been assigned plenums will ōŜ ƭƛǎǘŜŘ ǳƴŘŜǊ άbƻǘ ǎŜǊǾŜŘέ.  The 

served room should have external walls so that some of its South-facing surfaces will 

automatically be assigned to be collector surfaces.  The served room is used to identify any 

particular plenum and in most cases will represent the final destination of the incoming air 

stream.  However, using HVAC networks, we can assign exactly where the air stream is going 

and this air stream may go to a different room if required. 

 



 
 

Fig. 9: List browser panel with Colorcoat Renew® ƳƻŘŜ ŜƴŀōƭŜŘ ōȅ ǎŜƭŜŎǘƛƴƎ ά/ƻƭƻǊŎƻŀǘ wŜƴŜǿϯ solar collectorsέ 

option ŦǊƻƳ ǘƘŜ ŘǊƻǇŘƻǿƴ ƭƛǎǘΦ  ¢ƘŜ ǘǿƻ ƛŎƻƴǎ ǘƻ ǘƘŜ ƭŜŦǘ ƻŦ ǘƘŜ ŘǊƻǇŘƻǿƴ ƭƛǎǘΣ ŦǊƻƳ ƭŜŦǘ ǘƻ ǊƛƎƘǘΣ ŀǊŜ ά9Řƛǘ ǊƻƻƳ 

ƎǊƻǳǇǎέ ŀƴŘ ά!ǎǎƛƎƴ ǎŜƭŜŎǘŜŘ ǊƻƻƳǎ ǘƻ ǊƻƻƳ ƎǊƻǳǇǎέΦ 

A small dialogue box will appear to ask which group to assign the room to.  Assign it to a 

ά/ƻƭƻǊŎƻŀǘ wŜƴŜǿ®έ ƎǊƻǳǇ ŀƴŘ ǘƘŜƴ ŎƭƻǎŜ ǘƘŜ ōƻȄ1Φ  ¢ƘŜ ǊƻƻƳ ǿƛƭƭ ƴƻǿ ōŜ ǎŜǘ ǘƻ ōŜ ŀ ΨǎŜǊǾŜŘ 

ǊƻƻƳΩ ŦƻǊ ǘƘŜ ǇƭŜƴǳƳ ŀƴŘ ƻƴŜ ƻǊ ƳƻǊŜ ǎǳǊŦŀŎŜǎ ǿƛƭƭ ōŜ ŀǎǎƛƎƴŜŘ ǘƻ ōe solar collector surfaces.  

These are automatically assigned to South-facing walls and are indicated by the shaded 

surfaces. 

5.3 Assigning collector surfaces 
There are two ways to assign further surfaces.  The first method is to set the room group 

property of the room dialog box when rooms are being drawn.  The new rooms which are 

created will then automatically be assigned to that room group and will have collector surfaces 

assigned automatically. 

Using the method above, a new plenum instance will be created for each new room drawn.  

However, a single plenum can have multiple solar collector surfaces and these surfaces need 

ƴƻǘ ōŜ ǘƘƻǎŜ ƻŦ ǘƘŜ ǎŜǊǾŜŘ ǊƻƻƳΦ  ¢ƘŜ ƛŘŜŀ ōŜƘƛƴŘ ǘƘƛǎ ƛǎ ǘƘŀǘ ǘƘŜ ΨǎŜǊǾŜŘ ǊƻƻƳΩ ƛǎ Ƨǳǎǘ ǘƘŜ ǊƻƻƳ 

containing the air inlet and the plenum cavity, which is determined by fitting a steel plate across 

an external area of the building and can overlap across the external walls of several rooms. 

To assign existing surfaces to belong to a single plenum, select an existing surface you would 

like to assign (the list-browser is useful for this) ŀƴŘ ǎŜƭŜŎǘ ǘƘŜ ƻǇǘƛƻƴ ά9ȄǘŜƴŘ ǘƘŜ /ƻƭƻǊŎƻŀǘ 

Renew® ǎƻƭŀǊ ŎƻƭƭŜŎǘƻǊ ŀŎǊƻǎǎ ŜȄǘŜǊƴŀƭ ǿŀƭƭǎ ƛƴ ƻǘƘŜǊ ǊƻƻƳǎέ in the navigator.  A new window 

will pop up, which is used to assign the surface to the plenum.  This is shown in Fig. 10. The 

upper-right portion lists the surface and whether it is assigned to a plenum and the lower-right 

panel gives a list of available plenums to assign.  To assign the plenum, click the plenum on the 

lower list and click replace. 

 

                                                           
1
 LŦ ŀ ǳǎŜǊ ǿƛǎƘŜǎ ǘƻ ǳǎŜ ǘƘŜƛǊ ƻǿƴ I±!/ ƴŜǘǿƻǊƪΣ ƛǘ ŘƻŜǎƴΩǘ ƳŀǘǘŜǊ ǿƘƛŎƘ ƎǊƻǳǇ ƛǎ ŎƘƻǎŜƴ ŀǎ ƭƻƴƎ ŀǎ ƛǘ ƛǎ 
ƴƻǘ άbƻǘ ǎŜǊǾŜŘέΦ  LŦ ŀ ǳǎŜǊ ǿƛǎƘŜǎ ǘƻ ƛƳǇƻǊǘ ŀ ǇǊŜǎŜǘ I±!/ ƴŜǘǿƻǊƪΣ ǘƘŜ ǇƭŜƴǳƳ ǎƘƻǳƭŘ ōŜ ŀǎǎƛƎƴŜŘ ǘƻ 
the room group with the intended variant.  



 
 

Fig. 10: Assign plenums window.  The upper-right portion lists surfaces and their assigned plenums and the lower-

right panel gives a list of available plenums to assign. 

The window shown in Fig. 10 can also be opened up if a whole room is selected.  This is useful if 

you wish to assign all surfaces that are currently assigned to a specific plenum to another one or 

to remove all assignments, but it is generally more convenient to assign individual surfaces to 

plenums one by one at the surface level. 

Note that the panel can also be used to remove previous assignations.  Therefore it is possible 

to choose any number of vertical, external surfaces to belong to the TSC system. 

5.4 Considerations for solar collector surface assignments 
A plenum is a cavity that belongs to a single TSC system and each TSC system in ModelIT is 

identified by its served room.  By assigning surfaces to belong to a particular TSC system, those 

surfaces will be used to identify the dimensions of the underlying plenum cavity.  However, in 

order to give realistic and meaningful results, one should consider some factors that will affect 

the reliability of the underlying thermal model. 

Collector surfaces will automatically have their assignments removed if any modifications are 

made to the assigned surface.  This is to ensure that any transformations that split, merge or 

otherwise modify the surface geometry do not create unusual plenum assignments.  Therefore, 

for convenience, assigning collector surfaces to plenums should be performed after the model 

geometry is complete. 

Only external walls can be assigned to be part of a plenum.  Roofs cannot be directly assigned 

but external walls that are sloped can still be assigned.  Since the underlying thermal physics 

model assumes that the collector is vertical, any results for output air conditions will not be 

representative of a roof collector and it is recommended that surfaces be made as close to 

vertical as possible. 

It is possible for a user to add surfaces to a single plenum that are separated from each other.  

This is implemented to ensure that a user has the freedom to model slightly non-uniform 

plenum geometries, but a degree of common sense must be employed to ensure that each 

plenum forms a single body.  In addition, the underlying thermal model assumes that the 

plenum has a cuboid structure and will subsequently approximate a non-uniform geometry as 

such.  That is, the thermal model assumes that the plenum has a rectangular plan area and that 

the plenum depth does not vary much with height.  Large deviations from this geometry may 

give unrealistic results. 

Any windows or doors on a surface assigned to form part of a plenum will not contribute to the 

internal plenum volume or the solar collector area.  Air flow through a plenum cavity does not 

take into account obstructions of this kind and the plenum will instead be treated as a regular 

plenum with a smaller plan area, internal volume and collector surface area. 



 
 

5.5 Editing solar collector properties 
The ability for a solar collector to operate depends on many factors, such as air flow rate, pitch, 

hole diameter, hole configuration, absorptivity, etc.  Roughly, these factors can be split into two 

types: those that depend on the building fabric and those that depend on the HVAC network.  

Those that are related to the HVAC system (such as the flow rate control) are specified in 

section 7.  For those that involve the building fabric, there are two types of properties: 

component properties and construction properties. 

Component properties are properties related to the plenum, the perforations in the collector 

surface or other surface parameters.  They can be edited by right-clicking on a group labelled 

ά/ƻƭƻǊŎƻŀǘ wŜƴŜǿϯέΣ ŦƻǊ ŀƴȅ ǾŀǊƛŀƴǘ ƛƴ ǘƘŜ ƭƛǎǘ ōǊƻǿǎŜǊΣ ŀƴŘ ǎŜƭŜŎǘƛƴƎ άǇǊƻǇŜǊǘƛŜǎέΦ  

Construction properties are discussed in section 6. 



 
 

6 Constructions 

6.1 Overview 
The ability for a solar collector to operate depends on many factors, such as air flow rate, pitch, 

hole diameter, hole configuration, absorptivity, etc.  Roughly, these factors can be split into 

those that depend on the building fabric and those that depend on the HVAC network.  First we 

will configure the properties associated with the building fabric, which are collectively grouped 

ŀǎ ΨŎƻƴǎǘǊǳŎǘƛƻƴǎΩΦ  /ƻƴǎǘǊǳŎǘƛons are stored in the Apache construction database (sometimes 

abbreviated to APcdb) and can be added, edited or removed using this tool. 

6.2 Assigning constructions 
Constructions can be assigned using the ModelIT or Apache applications, but there are icons in 

the Apache application to also query room properties and open the Apache construction 

database.  Select a room aƴŘ ŎƭƛŎƪ ƻƴ ǘƘŜ άŀǎǎƛƎƴ ŎƻƴǎǘǊǳŎǘƛƻƴǎέ ƛŎƻƴ ƛƴ ǘƘŜ ŀǇǇƭƛŎŀǘƛƻƴ ǘƻƻƭōŀǊ 

(the left-most icon in Fig. 9; note the small arrow at the top of the icon, which distinguishes it 

from the icon that opens the Apache construction database).  A new window will appear that 

works in exactly the same way as the assign plenums window, which can be used to assign 

different constructions to surfaces.  Note that a default construction will be applied 

automatically to every surface in the model and this can be changed here. 

6.3 Creating new constructions 
CƻǊ ǎƻƭŀǊ ŎƻƭƭŜŎǘƻǊ ǎǳǊŦŀŎŜǎ ǘƘŜ ŘŜŦŀǳƭǘ ŎƻƴǎǘǊǳŎǘƛƻƴ ƛǎ Ψ¢{/ ²ŀƭƭΩΦ  LŦ ǿŜ ǿŀƴǘ ǘƻ ŜŘƛǘ ǘƘŜ 

characteristics of any constructions such as this one, we need to use the Apache construction 

database.  This can be opened either by clicking the APcdb button at the bottom of the assign 

constructions window or by clicking the Apache construction database manager icon on the 

Apache application toolbar.  This is shown in Fig. 11. 

 

Fig. 11: Toolbar icons for the Apache application.  These functions are, from left to right: save project files, export 

room data, select object (mode), assign constructions, edit group attributes, assign room thermal template to 

selection set, edit layer properties, edit selection set attributes, fuels data, Apache profile database manager, Apache 

construction database manager, Apache weather/location database manager, query, tabular room data, Apache 

systems, Apache tabular systems, renewables and edit multiple adjacencies. 

The Apache construction database is used to add, edit or remove constructions from the 

database of materials.  The list of defaults is rather sparse, so if the model is being generated to 

mimic an existing building, new constructions will need to be generated.  Luckily there is a large 

array of materials to choose from to customise your own constructions.  In this quick guide we 

will add one new construction that will represent the solar collector, the back wall and the 

plenum cavity. 

The Apache construction database window shows a list of all constructions and defaults to the 

tab showing assigned thermal constructions.  This is shown in Fig. 12.  Various tabs that 



 
 

categorise each of these constructions are found at the bottom of the screen and are used as 

filters to display particular types of construction.  TSC constructions are listed under their own 

ŎŀǘŜƎƻǊȅ ά¢{/ ²ŀƭƭǎέΦ  ¢ƻ ŎǊŜŀǘŜ ŀ ƴŜǿ ŎƻƴǎǘǊǳŎǘƛƻƴΣ ǊƛƎƘǘ-click the existing TSC Wall 

ŎƻƴǎǘǊǳŎǘƛƻƴ ŀƴŘ ǎŜƭŜŎǘ ΨŘǳǇƭƛŎŀǘŜ constructionΩΦ  ¢ƘŜ ŘǳǇƭƛŎŀǘŜŘ ŎƻƴǎǘǊǳŎǘƛƻƴ ǿƛƭƭ ǘƘŜƴ ŀǇǇŜŀǊ 

in the list.  Right-ŎƭƛŎƪ ǘƘŜ ƴŜǿ ŎƻƴǎǘǊǳŎǘƛƻƴ ŀƴŘ ŎƘƻƻǎŜ άŜŘƛǘ ŎƻƴǎǘǊǳŎǘƛƻƴέ ƻǊ ŎƭƛŎƪ ǘƘŜ άŜŘƛǘ 

ŎƻƴǎǘǊǳŎǘƛƻƴέ ōƻȄ ŀǘ ǘƘŜ ōƻǘǘƻƳ ƻŦ ǘƘŜ ǎŎǊŜŜƴ ǘƻ ŜŘƛǘ ƛǘΦ  ±ŀǊious properties of the construction 

can then be edited by replacing values in the relevant boxes in the new window that pops up.  

The majority of the functions and parameters that can be edited in the new window are self-

explanatory. 

 

Fig. 12: Apache construction database window.  The default tab lists assigned constructions in the model.  

Constructions are in general sorted into categories and can be viewed by looking at the tab for the category of 

ƛƴǘŜǊŜǎǘΣ ǎǳŎƘ ŀǎ ά¢{/ ²ŀƭƭέΦ 

The only quirk that is specific for TSC constructions (as opposed to other types of construction) 

ƛǎ ǘƘŜ άǇƭŜƴǳƳ ŎŀǾƛǘȅέ ƭŀȅŜǊ ƛƴ ǘƘŜ ƭƛǎǘ ƻŦ ƳŀǘŜǊƛŀƭ ƭŀȅŜǊǎΦ  ¢Ƙƛǎ ƭŀȅŜǊ ƛǎ ǾŜǊȅ ƛƳǇƻǊǘŀƴǘ ŀǎ ǘƘŜ 

thermal model will use this layer as a trigger to split the wall into two separate ones, thereby 

correctly modelling the cavity space.  The cavity depth can be changed by changing the 

thickness of this layer.  Different constructions can be applied to different surfaces that belong 

to a particular plenum, which is useful, for example, for cases where the back wall materials 

differ for different room adjacencies. 

 

 



 
 

7 The HVAC system and controls 

7.1 Overview 
A thermal model can be run straight away as it stands.  However, the flow rate demand for the 

solar collector surface will be zero and the solar collector will operate permanently in a 

άpassiveέ mode of operation, i.e. it will only undergo background heat transfer processes and 

not operate as an active systemΦ  ¢ƻ ŀƭƭƻǿ ŀ ƴƻǊƳŀƭ άŀŎǘƛǾŜέ ƻǇŜǊŀǘƛƻƴ ƻŦ ǘƘŜ ¢{/Σ ŀ I±!/ 

system must be defined and the plenum, as defined in the building model by its served room, 

must be linked to the TSC system in the HVAC network.  This is achieved either by importing 

one of the premade variants (accessible through the navigator) or by creating a new one from 

scratch.  In this guide we will start by creating one from scratch in order to build a very simple 

system that will demonstrate the minimum criteria for ensuring an operational TSC and also 

introduce some of the basics of the HVAC functionality for more detailed control of air flow and 

temperature. 

7.2 HVAC basics 
The ApacheHVAC module is available in the applications tab and, when clicked, will load up a 

square grid for placing HVAC components.  Sometimes the HVAC network may not be centred 

in the viewport, so the view can be centred by ǳǎƛƴƎ ǘƘŜ άŦƛǘ ǘƻ ǾƛŜǿέ ƪŜȅΦ  ¢Ƙƛǎ ƛǎ ƛƴ ǘƘŜ Ƴŀƛƴ 

toolbar and is shown in Fig. 13. 

 

Fig. 13: Zoom functions on the main toolbar.  The functions are, from left to right, fit view, zoom window, zoom in, 

zoom out and pan. 

The module toolbar will now contain icons that can be used to add components and controllers 

to the HVAC network, which are connected together using the grey connector icons. These 

components can be added either by clicking the components in the module toolbar or by using 

the Components or Controllers menus at the top of the screen. 

A simple HVAC network will typically contain an air inlet, an air outlet, a fan (left-intake), an air 

flow rate controller (independent time switch) and a room.  An example network using this 

configuration is shown in Fig. 14 (left-hand panel).  The time switch has been configured to set 

the volume flow rate to 50 litres per second, on continuously, and the room has been set to be 

the room in the model.  This link ensures that the heat balance calculation in the room takes 

ƛƴǘƻ ŀŎŎƻǳƴǘ ǘƘŜ I±!/ ƴŜǘǿƻǊƪΩǎ ŎƻƴǘǊƛōǳǘƛƻƴ ǘo the loads.  The components are configured by 

double-clicking them and changing parameters in the panel that appears (see Fig. 14, right-hand 

panel, for an example panel for configuring the flow rate controller). 



 
 

 

Fig. 14: A simple HVAC network for ventilation of a room (left) and an example configuration panel for the time 

switch controller (right).  The HVAC system contains an air inlet (green arrow icon), air outlet (red arrow icon), supply 

fan (grey icon), a time switch controller (green icon with small fan symbol) and the room (white square with blue 

border). 

When the thermal model is run, this HVAC network will bring air in from outside at the flow rate 

set by the controller, add some heat contribution from the fan to the air and dump it into the 

room.  Air in the room will mix and the air movements for the room will be calculated, taking 

into account open windows, doors, cracks and other openings.  The conservation of mass 

calculation will determine an air flow through the exhaust vent to the air outlet. 

7.3 Linking a plenum with the TSC in HVAC 
To implement the solar collector into the network, we just replace the air inlet icon with a solar 

collector icon (although the air leaves the TSC on the top side of the icon rather than the right-

hand side).  The icon for selecting the solar collector lies immediately to the left of the fans in 

the module toolbar.  The icon and the final completed network are shown in Fig. 15.  The air 

inlet icon is removed by selecting it and pressing the delete key. 

The solar collector must be assigned to a particular plenum in the model.  This is done by 

double-clicking on the component and identifying it by its served room ID.  Note that although 

the served room is used to identify the solar collector, the room that actually receives the 

preheated air is determined purely by the HVAC network (i.e. the room assigned to the white 

square with the blue border around it in Fig. 14 and 15).  Therefore, it is possible to experiment 

with different HVAC networks that divert flow to other rooms. 



 
 

 

Fig. 15: A simple HVAC network that has a TSC instead of a standard air inlet.  The red arrow indicates the icon on the 

module toolbar that is used to place a solar collector into the network.  The HVAC system contains an air inlet (green 

arrow icon), air outlet (red arrow icon), supply fan (grey icon), a time switch controller (green icon with small fan 

symbol) and the room (white square with blue border). 

When the thermal model runs the volume flow rate at the TSC (which in this case is directly set 

by the flow rate controller) is compared to the minimum flow rate, which is an intrinsic 

property of the TSC.  If the flow rate is below the minimum flow rate the TSC operates in 

άǇŀǎǎƛǾŜ ƳƻŘŜέΦ  Lƴ ǇŀǎǎƛǾŜ ƳƻŘŜ ǘƘŜ ¢{/ ōŜƘŀǾŜǎ ƳǳŎƘ ƭƛƪŜ ŀ ƴƻǊƳŀƭ wall with a small amount 

of ventilation and its purpose is to correctly model how a TSC should behave when the supply 

fan is turned off or very low.  In this mode, heat pickup from the solar collector is negligibly 

small and the ventilation in the space is calculated using natural convection laws based on 

pressure differences between outside air and the plenum cavity.  Passive mode is also used if no 

solar collector is added to the HVAC network (the collector is only treated in the building fabric 

model) or if ASHRAE loads are being calculated (which do not consider TSCs).  CIBSE loads do 

not implement any TSC or plenum physics and instead treat the collector surface as a standard 

construction with an additional unperforated steel plate with a U-value set by the TSC 

construction using the usual layer properties. 

If the flow rate exceeds the minimum volume flow rate, the TSC is in active mode, which is the 

typical operating mode of the TSC.  In this mode the heat pickup across the collector is 

calculated usinƎ YǳǘǎŎƘŜǊΩǎ ƘŜŀǘ ŜȄŎƘŀƴƎŜǊ ǘƘŜƻǊȅ ŦƻǊ ǾŜǊǘƛŎŀƭ ¢{/ǎΣ ƛƴŎƭǳŘƛƴƎ ǊŜƭŜǾŀƴǘ 

convective heat transfer coefficient calculations for TSCs. 

A rule of thumb to set a typical volume flow rate for a collector is to use the formula below: 

ὠ ρπππὠ Ὧὃ 

where ὠis the volume flow rate in litres per second,  ὠ is the volume flow rate using SI units 

(i.e. m3/s), A is the surface area of the solar collector (in m2) and k is a velocity coefficient 



 
 

related to the suction velocity of the air entering the TSC.  The applicable range of k is 10 ς 40.  

For example, if k=25, which can be regarded as typical performance, the volume flow rate for a 

100 m2 collector would be 2.5 m3/s (or 2500 litres per second).  The air intake in this example 

calculation has a volumetric flux of 90 m3/hr/m 2.  Increasing the volumetric flux has the effect of 

increasing the collector efficiency.  However, decreasing the volumetric flux increases the TSC 

air temperature lift over ambient temperature. 

7.4 More realistic control systems 
So far the HVAC system has been set up such that the flow rate through the TSC is a constant 

value of 50 litres per second.  It will operate at this flow rate day and night.  Typically, solar 

collectors are only operated during the day and involve controls that tweak the flow rate in 

order to achieve a desired output temperature.  In this subsection, setting a time schedule and 

implementing recirculation. 

7.4.1 Setting a time schedule (profile) 

We can set an operating time schedule for the TSC by setting the flow controller to refer to a 

profile.  We can create a profile by clicking the ApPro icon, which is a small sine wave icon in the 

Apache or ApacheHVAC module toolbar.  The icon is shown in Fig. 16. 

 

Fig. 16: The ApPro icon, which used to access a tool for managing time profiles. 

ApPro will load into the VE with a list of existing profiles.  Profiles in VE are split into five 

categories: daily profiles, weekly profiles, yearly profiles, free-form profiles and compact 

profiles.  In our case we shall keep things simple and implement a daily profile and a weekly 

profile. 

9ƴǎǳǊŜ ǘƘŀǘ ǘƘŜ ǇŀǘǘŜǊƴ ŘǊƻǇŘƻǿƴ Ƙŀǎ άŘŀƛƭȅέ ǎŜƭŜŎǘŜŘ ŀƴŘ ŎƭƛŎƪ ƻƴ άbŜǿέ ǘƻ ƻǇŜƴ ǳǇ ŀ ƴŜǿ 

panel for defining a new daily profile.  The panel with an example of a new profile is shown in 

Fig. 17. 

 



 
 

Fig. 17: Panel for defining new daily profiles.  The profile is defined by adding new points using the insert button and 

manually changing each time and value accordingly.  For a device that only turns on or off, such as a TSC, the only 

values we will need are 0 and 1 in a modulating profile.  This figure shows a new profile that will signal the TSC to 

turn on at 8am and off at 8pm. 

The profile is defined by adding points using the insert button and changing the values in the 

table to correspond the times when you want the TSC to turn on or off.  In Fig. 17 the profile 

has been defined such that the TSC will operate (i.e. be in active mode) from 8am to 8pm and 

will be turned off (i.e. in passive mode) at all other times. 

A weekly profile can be created, but this instead uses daily profiles as its input.  This panel is 

shown in Fig. 18. 

 

Fig. 18: Panel for defining new weekly profiles.  The profile is defined by choosing daily profiles for each day of the 

week.  It is also possible to set daily profiles for national holidays, such as bank holidays, Christmas Day and Boxing 

Day. 

Once you have created the weekly profile, the profile can be assigned to the flow rate 

controller.  This can be set by selecting the time switch profile in the configuration panel for the 

controller (see Fig. 14, right-hand panel). 

7.4.2 Setting up recirculation and temperature control 

We will outline here how to set up a system that includes recirculation and supply air 

temperature control.  The first thing to do is to add a mixing damper set to form the 

recirculation channel.  The connectors currently lying in the spot where the damper 

components will sit will need to be deleted and the damper set can then be placed using the 

two icons immediately to the right of the fan icons (see also Fig. 19, where the icons are 

indicated by the arrow).  The damper set must be positioned so that each component of the set 

lies in a vertical line for it to operate correctly.  The damper should be configured to have a 

minimum flow rate lower than the flow rate set by the flow rate controller. 

Once the mixing damper set is placed and configured, an additional independent time switch 

controller should be placed after the damper to set a target temperature.  This is done by 

double clicking the temperature control and setting the Dry-bulb temperature (oC) to the target 



 
 

temperature.  The damper set will then modulate automatically during the thermal simulation 

to mix recirculation air and TSC air to achieve the target temperature. 

Once the components are added and configured, the final network should look something like 

the one in Fig. 19. 

 

Fig. 19: A HVAC network with a recirculation duct and a mixing damper set.  The red arrow indicates the icons on the 

module toolbar for adding the mixing damper set components. 

The HVAC system contains an additional temperature controller which is used to tell the 

damper which set point to use.  The damper will mix air from the TSC and the recirculation air in 

order to achieve as close as possible the set point of the temperature controller.  It is possible 

to set a minimum flow rate for the mixing damper set by double clicking the top part of the set. 

7.4.3 Importing a Colorcoat Renew® HVAC network 

Variants A-D of the Colorcoat Renew® systems have been provided for use in Apache HVAC.  

These networks allow a user to model specific Colorcoat Renew® systems by use HVAC 

networks that follow as close as possible the control logic of those systems.  The control logic 

for these systems maximises energy delivered into the served room by comparing the space 

temperature setpoint with the air temperature in the TSC plenum and the ambient air, rather 

than simply aim to achieve a pre-specified supply temperature.  Furthermore, variant C can be 

used as a sub-network to implement TSCs as part of a large BMS system with 3 different 

operating modes. 



 
 

To include one of these networksΣ Ǝƻ ǘƻ ǘƘŜ ƴŀǾƛƎŀǘƻǊ ŀƴŘ ŎƭƛŎƪ ƻƴ ά!ǇǇƭȅ Colorcoat Renew®έ to 

!ǇŀŎƘŜI±!/ ǎȅǎǘŜƳ ŦƛƭŜόǎύέΦ  ¢Ƙƛǎ ǿƛƭƭ ōǊƛƴƎ ǳǇ ŀ ōƻȄ ǘƻ ŜƛǘƘŜǊ ŀǇǇƭȅ ǘƘŜ ƴŜǘǿƻǊƪ ǘƻ ŀƴ ŜȄƛǎǘƛƴƎ 

file or save it as a new file.  Create a new file or edit a current one and then go back to the 

ApacheHVAC application.  Open the file to take a look at the imported network.  The particular 

variant imported will depend on which room group the plenum was placed when the plenum 

was created.  An example of this network is shown in Fig. 20 for the case of variant D. 

The network components will be set default parameters, but more often than not these 

parameters will not be optimal to your model.  A user can either set all of the parameters 

manually or use an import parameter panel that can be used to set parameters relevant to the 

variant.  This panel is accessed by double-clicking the grey title bar of the network and selecting 

ά/ƻƭƻǊŎƻŀǘ wŜƴŜǿϯ LƳǇƻǊǘ tŀǊŀƳŜǘŜǊǎέ and is shown in Fig. 21.  The panel lists the various 

parameters that are used and, once the parameters are set, the parameters are placed in all 

relevant components. 

The import parameters panel is a convenience panel to help users get a feel for what 

parameters are important to each variant and to help a user perform settings adjustments 

without having to manually set each component.  However, it is only designed to set 

parameters and any manual tweaks made to the components will not change the contents of 

the parameters in the panel.  Furthermore, the parameters are set according to prefixes in the 

description of each component (such as TSC_MAX or TSC_FC1), so it is not recommended to 

delete these prefixes in the description unless you wish an existing component to ignore the 

import parameters panel.  Generally the best course of action is to initially set the parameters 

using the import parameters panel shown in Fig. 21 and then manually tweak all of the various 

components in order to make corrections.  Components can also be added or removed from the 

network as required. 



 
 

 

CƛƎΦ нлΥ LƳǇƻǊǘŜŘ I±!/ ƴŜǘǿƻǊƪ ŦǊƻƳ ǘƘŜ ƴŀǾƛƎŀǘƻǊΦ  ¢ƘŜ άCƛǘ ǾƛŜǿέ ōǳǘǘƻƴ Ƴŀȅ ƴŜŜd to be pressed if the network 

ƛǎƴΩǘ ŀǳǘƻƳŀǘƛŎŀƭƭȅ ŎŜƴǘǊŜŘ ƛƴ ǘƘŜ ǾƛŜǿΦ 

 

Fig. 21: Import parameters panel for setting component properties in the HVAC network.  This panel is only used to 

set parameters as a whole and any manual changes to the HVAC network will not be replicated in this panel.  The 

flow rates are converted into two sets of units automatically using the known collector surface area. 


















